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M60 Registers List - Modbus RTU (Default)

Slave 1-127, Time Out 100ms, Baud 9600, parity none, 8 bit, 1 stop bit 

All Registers Signed Integer 16 bit  (Holding Registers 4XXXX) 

Commands:  0x03 = Read Holding Registers / 0x06 = Preset Single Register / 0x10 = Preset Multiple Registers.  

Registers 400XX Value Description R/W Default

0 401…401 Software Version R

1 1-On , 0-Off DI.1-DI.4 - Alarm Input R

2 1-On , 0-Off DI.2-DI.5 - Feedback AHU Off R

3 1-On , 0-Off DI.3-DI.6 - Reset/Clear R

4 1-On , 0-Off BO.1-BO.4 - Fan Output R

5 1-On , 0-Off BO.2-BO.5 - Error/Alarm R

6 1-On , 0-Off BO.3-BO.5 - Dampers Open/Close R

7 1-On , 0-Off DI.1-DI.4 - Alarm Input - NO/NC R/W 0-N.Open

8 1-On , 0-Off DI.2-DI.5 - Feedback AHU Off - NO/NC R/W 0-N.Open `

9 1-On , 0-Off DI.3-DI.6 - Reset/Clear - NO/NC R/W 0-N.Open

10 1-On , 0-Off Dip Switch 1 - Alarm All Zone R

11 1-On , 0-Off Dip Switch 2 - Zone Application Fire or Smoke R

12 1-On , 0-Off Alarm All Zone R/W 0

13 0….180 Sec DI.1-DI.4 - Alarm Input - On Delay R/W

14 0….180 Sec DI.2-DI.5 - Feedback AHU Off - On Delay R/W

15 0….180 Sec DI.3-DI.6 - Reset/Clear - On Delay R/W

16 960-1920-3840-7680 BaudRate R

17 1..2 Zone Number R

18 0 Device Instant - Not In Use In Modbus 
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